Abstract: This article presents a bottom-up approach for calculation of the useful heat demand for space heating and hot water preparation using geo-referenced datasets for buildings at the city level. This geographic information system (GIS) based approach was applied in the case study for the city of Krakow, where on the one hand the district heat network is well developed, while on the other hand there are still substantial number of buildings burning solid fuels in individual boilers and stoves, causing air pollution. The calculated heat demand was aggregated in the grid with 100 m × 100 m spatial resolution to deliver the heat map depicting the current situation for 21 buildings types. The results show that the residential buildings, in particular one-and multi-family buildings, have the highest share in overall demand for heat. By combining the results with location of the district heat (DH) network, the potential areas in its close vicinity that have sufficient heat demand density for developing the net were pointed out. Future evolution in heat demand for space heating in one-family houses was evaluated with the use of deterministic method employing building stock model. The study lays a foundation for planning the development of the heating system at the city level.
Introduction
Energy system planning plays a key role in urban development to ensure a reliable supply of clean energy. In countries with cold winters such as Poland, the largest share in final energy consumption in the residential sector is the use of energy for space heating. Broad use of coal and wood as fuel in low efficiency and obsolete boilers results in pollutant emissions from low stacks and consequently very high air pollution [1] . Providing proper measures, like fuel and/or technologies switches with thermo-modernization of buildings, contributes to emission reduction of both air pollutants and greenhouse gases (GHG). Therefore, it is important to propose efficient tools for assisting heat system planning in urban areas. For example, [2] used MATLAB and Modelica models to assist building energy management systems to enhance efficiency in heating [3] [4] [5] recreated specific buildings in TRNSYS energy simulation model to evaluate the potential of retrofit strategies.
However, to develop an energy plan at a city level, a general energy situation in a given area has to first be recognized. More specifically, in the case of heat systems, this means to analyze past, present, and prospective demands for space heating and domestic hot water. The energy intensity resulting from conditions of buildings that vary widely is one of the major factors. Moreover, the dynamics of urban development indicating new buildings and residents makes the situation even more complex. An increasing number of computational methods are used for these types of planning. The use of geographic information system (GIS) significantly improves the analysis and makes it possible to map the spatial distribution of useful heat demand more accurate and much easier to
Required Inputs
The most critical input for the analysis were the geo-referenced data on buildings. This data should include, at least, boundaries of buildings, utility type of the building, and number of floors. Additionally, datasets describing boundaries of the city and its districts help not only in visualization of the results but also in calculations. Finally, the energy intensity of buildings is required as well. The values used are presented in more details in Section 2.4.2. In case of this study, the data were provided mainly by the Krakow Government Office. As information needed was kept in different datasets, some harmonization work in advance was therefore necessary to prepare the final database. This database contained information on building level, distinguishing among 21 building function categories (including four types of residential buildings). It contained also number of floors, address and the installed heating technologies.
Grid Characteristics
The calculation results are shown in the grid of spatial resolution 100 m × 100 m covering the entire city. Such aggregation was necessary in order to maintain residents' anonymity and also to display results in a clear format. The first step before the actual calculation of heat demand was to clip the buildings with the gridlines by the geoprocessing tool so the demand of buildings can be displayed by grid cell proportional to the areas of the buildings taken up by the cells. In this study, the grid lines fit with another existing project on heating technologies inventory that consists of 33,414 one-hectare-cells.
Description of Heat Demand Calculation Method
The nomenclatures, superscripts, and subscripts are listed in Nomenclature.
Main Equation
The total heated area of the building was calculated according to the following formula:
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For each zone s ∈ S, building type t ∈ T and for every energy service u ∈ U, specific demand coefficients e u s,t were applied. Useful heat demand for each building and energy service was calculated according to the following equations:
Then, the heat demand for each energy service was summed up in each cell k for each type of building by the formula,
Finally, overall heat demand including all energy services in each cell was calculated according to the formula,
Heat Demand Coefficients
The ratios between external and heated floor areas (c f ) as well as the annual heat demand coefficients for each type of energy services and buildings were taken from [22] . For instance, the values of coefficient used in case of residential buildings, which were critical, are presented in Table 1 . Moreover, Krakow as a city experienced different development stages, and districts have been developed variously within the city. Thus, some balance zones were identified. A balance zone was defined as the areas with relative homogeneity of energy intensity of buildings within while distinctive from another zone due to historical reasons. In addition to the non-specified areas, two balance zones were noted by different specific heat demands for multi-family buildings due to different stages of city development (thus different U-values of building) as follows:
• post-war multi-family buildings: buildings usually built between 1945-1965 year in the traditional technology; • residential blocks: apartment blocks technologies prefabricated usually built since the mid-60s. 
Calculation of the Final Energy Consumption
In order to calculate the final energy consumption from useful heat demand, it was necessary to take into account the efficiency of the heating source as well as efficiencies of transmission, regulation, and accumulation. The values used in this study and presented in Table 2 are based on [23] . 
Description of Heat Demand Forecasting Method
Forecasts of annual heat demand were split into two types depending on the forecasting period.
Short-Term Projections
Short-term projections accounting for the period of up to three years made use of the available spatial dataset containing information on buildings under construction and buildings that are planned for construction during this time. Since the planned building boundaries were available in spatial dataset, the methodology applied was similar to that applied to existing buildings. An area located at the south-west part of the city was demonstrated in which the expected new buildings would be multi-family houses. The specific energy demand for heating for these expected buildings was assumed to meet the national requirement 73.8 kWh/(m 2 ·year) [10] .
Mid-Term Projections
The approach proposed for mid-term demand projections for the next 15 years is demonstrated in detail for one-family buildings (OFH). The starting point was the total existing heated area A f of in the base year i.e., 2015. In Table 1 , the average specific heat demand coefficients used for different buildings types are presented. However, one should note that heat demand can vary greatly in the building stock of a given type due to different materials used in the past for buildings construction and insulation (modern materials have much lower U-values of materials and building's elements, which at present are determined by the law), different building design, different internal and external heat gains, different behaviors of residents, and different requirements in terms of thermal comfort. Often, building stock models (BSM) associate specific heat demand coefficients with the construction year of the building [24] . However, for buildings in Krakow, such data is not included in the available spatial datasets. In this study similarly as in [25] it was assumed that the useful heat demand variations of buildings can be characterized by normal distribution. In our study, we used normal distribution with the mean equal to 184.1 kWh/(m 2 ·year) ( Table 1 ). The standard deviation was calibrated to reach the national minimum requirement equal to circa 85 kWh/(m 2 ·year) within 3σ ( Figure 1a) .
The total heated area of buildings was then split into eight energy intensity classes with the use of cumulative distribution function. The sum of frequency of all classes is unity.
To estimate future heat demand for existing buildings, several factors are usually considered as described in [26] . In this study, we took into account annual thermo-modernization rates of the existing buildings, which varied for different energy intensity groups as presented in Figure 1b . The logic behind assuming higher refurbishment rates for buildings with higher heat demand was that those are in majority older buildings. On the other hand, buildings belonging to class I and II are modern and unlikely to be thermo-modernized within next 15 years. The exact percentage of the buildings undergoing thermo-modernization is not monitored thoroughly in Krakow. For the Organisation for Economic Co-operation and Development (OECD) countries, building renovation rates are often less than 1% per year [26] . In this study, the average weighted (by area) renovation rate is 1.8% per year. For each energy intensity class, the average useful heat demand was used (Figure 1b) . In Poland, energy renovations typically results in 20-40% energy intensity improvement [10] . Heat demand projection for useful heat for space heating for existing buildings is then calculated using the following equation: 
Regional statistics report demolishing rate of existing building equal to zero for the last four years. Therefore, for simplicity, it was assumed that demolishing rate will be maintained at zero in the near future. The decrease in heat demand due to thermo-modernization of existing buildings could be partly compensated by additional heat demand of new buildings. According to regional statistics [27] , the average new useful floor area additions in residential buildings in the period 2010-2015 relative to overall floor area was circa 2%. This rate of new area addition was used in demand projections. Useful heat demand for space heating of new buildings will also decrease in future in line with [28] . Therefore, it was assumed that the energy heat demand coefficient will be 69 kWh/(m 2 ⋅year) till 2020 and 52.1 kWh/(m 2 ⋅year) thereafter. Finally, moving forward, the total useful heat demand for space heating of existing and new buildings was calculated with the use of the following equation:
Results and Discussion

Base Year Situation
A spatially-gridded useful heat demand distribution for Krakow for 2015 is presented in Figure 2 . The grid has 100 m × 100 m spatial resolution and each cell contains the information which can be viewed by building type, type of heat demand (space heating, ventilation, hot water) in GWh per year and build up area in m 2 . Such grid was selected as it is consistent with the one used in ongoing projects related to air pollution in Krakow i.e., the Monit-Air and LIFE integrated project. Heat demand projection for useful heat for space heating for existing buildings is then calculated using the following equation:
Regional statistics report demolishing rate of existing building equal to zero for the last four years. Therefore, for simplicity, it was assumed that demolishing rate will be maintained at zero in the near future. The decrease in heat demand due to thermo-modernization of existing buildings could be partly compensated by additional heat demand of new buildings. According to regional statistics [27] , the average new useful floor area additions in residential buildings in the period 2010-2015 relative to overall floor area was circa 2%. This rate of new area addition was used in demand projections. Useful heat demand for space heating of new buildings will also decrease in future in line with [28] . Therefore, it was assumed that the energy heat demand coefficient will be 69 kWh/(m 2 ·year) till 2020 and 52.1 kWh/(m 2 ·year) thereafter. Finally, moving forward, the total useful heat demand for space heating of existing and new buildings was calculated with the use of the following equation:
Results and Discussion
Base Year Situation
A spatially-gridded useful heat demand distribution for Krakow for 2015 is presented in Figure 2 . The grid has 100 m × 100 m spatial resolution and each cell contains the information which can be viewed by building type, type of heat demand (space heating, ventilation, hot water) in GWh per The results displayed by administrative units is useful for the local stakeholders to identify the focus for different districts. The breakdown of demand by building types in each district shows that residential buildings have the highest share in overall heat demand, among which one-family houses and multi-family houses have the biggest share, as depicted in Figure 3 . The results displayed by administrative units is useful for the local stakeholders to identify the focus for different districts. The breakdown of demand by building types in each district shows that residential buildings have the highest share in overall heat demand, among which one-family houses and multi-family houses have the biggest share, as depicted in Figure 3 . The results displayed by administrative units is useful for the local stakeholders to identify the focus for different districts. The breakdown of demand by building types in each district shows that residential buildings have the highest share in overall heat demand, among which one-family houses and multi-family houses have the biggest share, as depicted in Figure 3 . In Districts I, III, and V located in the city center, multi-family houses dominate the heat demand. The occurring heat demand density is among the highest in the city, and therefore space heating using DH system in this area is more economically viable than in other areas. In districts VII and X, the share of one-family houses is much higher than that in other districts, so enhancing the quality of individual heating systems has higher priority. However, looking at Figure 3 , one can see that there are areas in Krakow dominated by OFH that have sufficient heat demand density to consider connection of these buildings to the existing DH network or the alternative development of new distributed DH networks. The heat demand for other sectors in district XVIII plays an important role, and therefore the planning is expected to put the attention on the industrial sector.
The overall spatial heat demand distribution was put together with the DH networks. Assuming, that conventional district heating networks require heat demand densities above one TJ per hectare [29] to be developed, such areas were identified ( Figure 6 ). One can observe that besides the city center (District I), which includes a large part of historical protection area resulting in limited network development, there are still many regions without DH networks matching the minimum heat demand criteria. In Districts I, III, and V located in the city center, multi-family houses dominate the heat demand. The occurring heat demand density is among the highest in the city, and therefore space heating using DH system in this area is more economically viable than in other areas. In districts VII and X, the share of one-family houses is much higher than that in other districts, so enhancing the quality of individual heating systems has higher priority. However, looking at Figure 3 , one can see that there are areas in Krakow dominated by OFH that have sufficient heat demand density to consider connection of these buildings to the existing DH network or the alternative development of new distributed DH networks. The heat demand for other sectors in district XVIII plays an important role, and therefore the planning is expected to put the attention on the industrial sector.
The overall spatial heat demand distribution was put together with the DH networks. Assuming, that conventional district heating networks require heat demand densities above one TJ per hectare [29] to be developed, such areas were identified ( Figure 6 ). One can observe that besides the city center (District I), which includes a large part of historical protection area resulting in limited network development, there are still many regions without DH networks matching the minimum heat demand criteria. The results should be used by local heat network operators while planning the expansion of the municipal heating system. Areas where the heat demand density does not meet the minimum density criteria and where solid fuels are used were also found. It is worth mentioning that there are still close to 15,000 buildings indicated using solid fuel, what results in overall solid fuel consumption of more than 230 GWh, as presented in Table 3 . For these regions, specially tailored programs for fuel/technology switch and energy efficiency improvements can be prepared. Additionally, the costs as well as emission reductions of such programs can be estimated to better manage and direct public funds spending. In such cases, the economic viability of development of distributed DH networks that will not be connected to the main MPEC network and which have lower heat density requirements could be assessed. 
Demand Projections
The exemplary results of short term projection for a selected area in Krakow are presented in Figure 7 . Within three years, it can be expected that the heat demand in this area will increase by more than 40% due to the newly constructed buildings. Such spatial heat demand projections can be done in other parts of the city and be useful for stakeholders who can offer the buildings developers connection to the DH network.
The results of mid-term projection with the use of building stock approach for OFH in Krakow are presented in Figure 8 . Two opposing factors affect the total heat demand. On one hand, the existing buildings will be refurbished, leading to a decrease in heat demand. On the other hand, new construction generates new demand that compensates this loss. Consequently, with the assumptions described in Sections 2.4 and 2.6, the total demand for useful heat will not change much in the next 15 years. Looking at Figure 8 , one can note that newly added areas (after 2015) will constitute more The results should be used by local heat network operators while planning the expansion of the municipal heating system. Areas where the heat demand density does not meet the minimum density criteria and where solid fuels are used were also found. It is worth mentioning that there are still close to 15,000 buildings indicated using solid fuel, what results in overall solid fuel consumption of more than 230 GWh, as presented in Table 3 . For these regions, specially tailored programs for fuel/technology switch and energy efficiency improvements can be prepared. Additionally, the costs as well as emission reductions of such programs can be estimated to better manage and direct public funds spending. In such cases, the economic viability of development of distributed DH networks that will not be connected to the main MPEC network and which have lower heat density requirements could be assessed. 
The results of mid-term projection with the use of building stock approach for OFH in Krakow are presented in Figure 8 . Two opposing factors affect the total heat demand. On one hand, the existing buildings will be refurbished, leading to a decrease in heat demand. On the other hand, new construction generates new demand that compensates this loss. Consequently, with the assumptions described in Sections 2.4 and 2.6, the total demand for useful heat will not change much in the next 15 years. Looking at Figure 8 , one can note that newly added areas (after 2015) will constitute more than 25% of the total heated area in 2030. However, as their heat requirements are much lower, they will have only 12.5% share in total useful heat demand.
than 25% of the total heated area in 2030. However, as their heat requirements are much lower, they will have only 12.5% share in total useful heat demand. A sensitivity analysis of the heat demand for 2030 compares the impact of different factors ( Figure 9) . The x-axis shows the change of reference case parameters described in Section 2.6.2 (e.g., 50% increase in new are construction rate would mean increasing the value of this parameter from 2% to 3%). Only the change in specific heat demand coefficients for all existing OFH buildings would affect the results significantly. Therefore, the necessity of further work on the improvement of their accuracy should be emphasized. A 50% increase in energy performance improvements due to than 25% of the total heated area in 2030. However, as their heat requirements are much lower, they will have only 12.5% share in total useful heat demand. A sensitivity analysis of the heat demand for 2030 compares the impact of different factors ( Figure 9) . The x-axis shows the change of reference case parameters described in Section 2.6.2 (e.g., 50% increase in new are construction rate would mean increasing the value of this parameter from 2% to 3%). Only the change in specific heat demand coefficients for all existing OFH buildings would affect the results significantly. Therefore, the necessity of further work on the improvement of their accuracy should be emphasized. A 50% increase in energy performance improvements due to A sensitivity analysis of the heat demand for 2030 compares the impact of different factors ( Figure 9) . The x-axis shows the change of reference case parameters described in Section 2.6.2 (e.g., 50% increase in new are construction rate would mean increasing the value of this parameter from 2% to 3%). Only the change in specific heat demand coefficients for all existing OFH buildings would affect the results significantly. Therefore, the necessity of further work on the improvement of their accuracy should be emphasized. A 50% increase in energy performance improvements due to thermo-modernization or in thermo-modernization rate contributes to only around a 5% decrease in heat demand in 15 years. Similarly, a 50% increase in new area construction rate or in energy intensity of new buildings leads to less than 8% growth heat demand in 2030.
thermo The projection results are important for planning the expansion of heat generation capacity. In 2015, the major district heating suppliers were CHP EDF Krakow (thermal power capacity of 978 MW), followed by power plant Skawina (thermal power capacity of 511 MW) and power plant of ArcelorMittal Poland (thermal power capacity of 538 MW) [32] . In addition, the waste incineration plant (ZTPO) with thermal capacity approximately 35 MW was launched to join the suppliers. As existing generation assets get old, the approach presented in this study can be used to support the strategies for new investments and/or modernizations of existing assets.
Validation of the Results
The validation processes have been performed in two ways. First, the overall final consumption of DH for space heating in all the buildings estimated in the study was compared with the values reported by the local DH system operator (Table 4) . In this process, the information on efficiencies of heating technologies presented in Table 2 was taken into account. One can see that the result obtained in the study overestimated the final heat consumption as compared to the reported value. One possible reason is the inaccuracy of the data sources. For example, some buildings noted as DH-equipped might have disconnected from the networks or old networks might have fallen into disuse. Another possibility is that the energy intensity coefficients applied were too high without considering potential thermal modernization or that the building utility types in reality were different from those indicated in the database. Further investigations on the causes for differences observed should be done.
Second, for a limited set of buildings, it was possible to compare the predicted values (results of calculations) with the values observed at the building level ( Figure 10 ). The data on these buildings The projection results are important for planning the expansion of heat generation capacity. In 2015, the major district heating suppliers were CHP EDF Krakow (thermal power capacity of 978 MW), followed by power plant Skawina (thermal power capacity of 511 MW) and power plant of ArcelorMittal Poland (thermal power capacity of 538 MW) [32] . In addition, the waste incineration plant (ZTPO) with thermal capacity approximately 35 MW was launched to join the suppliers. As existing generation assets get old, the approach presented in this study can be used to support the strategies for new investments and/or modernizations of existing assets.
Second, for a limited set of buildings, it was possible to compare the predicted values (results of calculations) with the values observed at the building level ( Figure 10 ). The data on these buildings included information of the consumption of natural gas, electricity, and DH. As natural gas and electricity can be used for purposes other than heating, only the buildings that clearly indicated DH as the only heating source were considered. The total number of buildings taken for statistical analysis equaled to 131.
Energies 2017, 10, 720 12 of 15 included information of the consumption of natural gas, electricity, and DH. As natural gas and electricity can be used for purposes other than heating, only the buildings that clearly indicated DH as the only heating source were considered. The total number of buildings taken for statistical analysis equaled to 131. In each building category, some outliers could be found. Several statistical performance measures were calculated for statistical evaluation (Table 5) , including the mean percentage error (MPE), the correlation coefficient (R), the fraction of predictions within a factor of two of observations (FAC2), and the normalized mean square error (NMSE). A perfect model would have MPE equals to 0, R equals to 1, FAC2 equals to 1 and NMSE equals to 0 and the acceptance criteria of a model were assumed as [33] : (i) NMSE < 1.5 (ii) FAC2 > 0.5. In the case of all buildings, the calculated values were overestimated. The same applied to the residential building type. For buildings classified as offices, commercial & services, the heat consumption was underestimated. Despite the differences the statistical analysis shows that the calculations carried out have met the acceptance criteria.
Conclusions
This study demonstrated the use of geospatial building data to map heat demand in a city. Krakow was used as an example, given that the city has been putting emphasis on improving air quality previously deteriorated by burning solid fuels for space heating. Starting at the building level, In each building category, some outliers could be found. Several statistical performance measures were calculated for statistical evaluation (Table 5) , including the mean percentage error (MPE), the correlation coefficient (R), the fraction of predictions within a factor of two of observations (FAC2), and the normalized mean square error (NMSE). A perfect model would have MPE equals to 0, R equals to 1, FAC2 equals to 1 and NMSE equals to 0 and the acceptance criteria of a model were assumed as [33] : In the case of all buildings, the calculated values were overestimated. The same applied to the residential building type. For buildings classified as offices, commercial & services, the heat consumption was underestimated. Despite the differences the statistical analysis shows that the calculations carried out have met the acceptance criteria.
This study demonstrated the use of geospatial building data to map heat demand in a city. Krakow was used as an example, given that the city has been putting emphasis on improving air Energies 2017, 10, 720 13 of 15 quality previously deteriorated by burning solid fuels for space heating. Starting at the building level, a bottom-up approach was applied. Regardless of the absence of detailed information of each building, a geo-referenced dataset for buildings with their utility functions and numbers of floors were essential. Each building was assigned its own energy intensity by building type. Furthermore, the energy intensities of multi-family buildings were considered at the level of balancing zones i.e., the areas of the city with relative homogeneity of buildings due to the historical development of the city. Finally, the maps presented annual heat demand for various building types and energy services in 100 m × 100 m spatial resolution.
The results show that residential buildings, in particular multi-family and one-family buildings, have the highest share in the overall useful heat demand. The spatially distributed heat demand was useful to identify the prospective directions for future development of the DH networks in the city. Future evolution in heat demand for space heating in OFH was evaluated with the use of a deterministic method based on the BSM approach. The novelty of the approach is that buildings of a given type were split into energy intensity classes, which made it possible to address the changes in thermo-modernization rates and its effectiveness, as well as demolishing rates for each class separately.
The results of district heat consumption were validated against the measurement showing that the estimated values are generally overestimated. The more detailed statistical analysis conducted for the limited number of buildings showed that despite the differences the calculations carried out have met the acceptance criteria. The sensitivity analysis showed the importance of energy intensity coefficients used for existing buildings. To increase the accuracy of the results these coefficients could be calibrated based on actual measurement data for final energy consumption. In order to maintain residents' anonymity, the measured values were made available at the district heating substation or street level. The engagement of different stakeholders such as gas and district heat network operators is necessary, and the result of this paper can facilitate this process. Complementary to this, detailed modelling of energy performance of a selected number of buildings within the main utilization types can be conducted, as in [3] [4] [5] , to determine the frequency distribution of heat demand across given building stock. The approach proposed in this paper was a tradeoff between accuracy and efficiency. The employed method could be used to assess the impacts of policy measures. For instance, the necessary thermo-modernization rates for different building types and intensity classes can be determined to reach certain energy efficiency targets. The use of district heat can be promoted in the areas that meet the minimum heat density criteria to help in transition towards achieving more energy sustainable city.
One should note forget that heat demand mapping is an initial step for local heat system planning. The current EU energy policy aimed at GHG emission reduction places emphasis on the development of renewable energy sources. These by nature are intermittent in energy supply, and it is therefore necessary to increase power system flexibility to fully exploit this supply. Smart CHP-based district heating systems equipped with power-to-heat technologies (e.g., electric heaters, heat pumps) to absorb excess electricity generation together with heat storage can contribute to this increase in flexibility.
The heat map elaborated in this study will hopefully raise the awareness of stakeholders related to energy utilization in urban areas. It was demonstrated that employment of novel approaches using GIS-based tools could support the energy planning process. The study lays a foundation for future work on planning the development of smart district heat systems at the city level.
